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§434.99 Explanation of numbering sys-
tem for codes.

(a) For purposes of this part, a deriv-
ative of two different numbering sys-
tems will be used.

(1) For the purpose of designating a
section, the system employed in the

§434.100

Code of Federal Regulations (CFR) will
be employed. The number ‘434"’ which
signifies part 434 in chapter II of Title
10, Code of Federal Regulations, is used
as a prefix for all section headings. The
suffix is a two or three digit section
number. For example the lighting sec-
tion of the standards is designated
§434.401.

(2) Within each section, a numbering
system common to many national vol-
untary consensus standards is used. A
decimal system is used to denote para-
graphs and subparagraphs within a sec-
tion. For example, in §434.401, ‘401.2.1”
refers to subsection 401, paragraph 2,
subparagraph 1.

(b) The hybrid numbering system is
used for two purposes:

(1) The use of the Code of Federal
Regulations’ numbering system allows
the researcher using the CFR easy ac-
cess to the standards.

(2) The use of the second system al-
lows the builder, designer, architect or
engineer easy access because they are
familiar to this system numbering.
This system was chosen because of its
commonality among the building in-
dustry.

Subpart A—Administration and
Enforcement—General

§434.100 Purpose.

The provisions of this part provide
minimum standards for energy effi-
ciency for the design of new Federal
commercial and multi-family high rise
residential buildings, for which design
for construction began before January
3, 2007. The performance standards are
designed to achieve the maximum
practicable improvements in energy ef-
ficiency and increases in the use of
non-depletable sources of energy. This
rule is based upon the ASHRAE/IESNA
Standard 90.1-1989 and addenda b, c, d,
e, f, g, and i. (This document is avail-
able from the American Society of
Heating, Refrigerating and Air-Condi-
tioning Engineers, Inc., 1791 Tullie Cir-
cle NE, Atlanta, GA.) It is not incor-
porated by reference in this document,
but is mentioned for informational pur-
poses only.

[71 FR 70283, Dec. 4, 2006]
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